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Accreditation

This laboratory s accredited by International Accreditation New Zealand
{tormerly Telarc). The tests reported herein have been performed in
accordanca with the terms of our accreditation. This accreditation does
not edend to any opinions of any interpretations of test resulls
contained in this report.
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Emissions/Efficiency Test Ce
Appliance: Milan Harmony /B
Tested Standard: AS/NZS4012:1999 and AS/NZS4013:1999
Test Fuel; Softwood
Configuration: Insert
Thermal Efficiency: 65.6%
Emissions Rate:  1.20g/kg
Full Re Ref.: 06/1335
This report:
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‘This report must not be reproduced except in full. Results are based on material and information
supplied by the client. Applied Research Services Lid shall not be liable in respect of any loss or
damage (including consequential loss or damage) resulting from the use of reports prepared by therm.,
Results issued in electronic form are subject to confirmation by issue of final report.



